TO ALL HOLDERS OF DRAWINGS AND PROJECT MANUAL:

This addendum is issued to incorporate the following changes in the drawings and project manual. For bids to be considered, this addendum must be acknowledged by so indicating on the Form of Bid.

Bidders shall make the following corrections or additions to the bidding documents. These items shall supersede, modify, and/or change all statements or drawings to the contrary in the drawings and project manual and shall take precedence over these documents. Bidders shall base their bid on the drawings and project manual and as modified by the changes herein stated.

APPLICABLE TO THE PROJECT MANUAL:

1. SECTION 33 63 13.01 – PRE-ENGINEERED STEAM AND CONDENSATE PIPING
   
   a. REVISE paragraph 2.4A to read:

      “Insulation shall be Pyrogel XTE (Aspen Aerogel) insulation:

      – 40 mm thick for steam
      – 20 mm thick for condensate”

Respectfully submitted,

Thomas J. Morgan, P.E.
Project Manager